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AMENDMENTS TO CHAPTER 1 
 

 

CHAPTER 1 

ADMINISTRATION 
 

SECTION R101 

TITLE, SCOPE AND PURPOSE 

 

R101.1 Title. These provisions shall be known as the Residential Code for One- and Two-Family Dwellings 

of the Village of Carol Stream, and shall be cited as such and will be referred to herein as “this code.” All 

references to the International Residential Code for One-and Two-Family Dwellings shall be construed to 

refer to the Residential Code as amended and adopted by the Village of Carol Stream. 

 

SECTION R102 

APPLICABILITY 

 

R102.4 Referenced codes and standards. The codes and standards referenced in this code shall be 

considered part of the requirements of this code to the prescribed extent of each such reference and as further 

regulated in Sections R102.4.1 and R102.4.2 through 102.4.4. 

Exception: Where enforcement of a code provision would violate the conditions of the listing of the 

equipment or appliance, the conditions of the listing and manufacturer’s instructions shall apply. 

R102.4.3 Plumbing code. All references to the International Plumbing Code shall be construed to refer 

to the pertinent sections of the Illinois Plumbing Code as amended and adopted by the Village of Carol 

Stream. 

R102.4.4 Energy conservation code. All references to the International Energy Conservation Code shall 

be construed to refer to the pertinent sections of the Illinois Energy Conservation Code. 

 

SECTION R103 

CODE COMPLIANCE AGENCY 

 

R103.1 Creation of agency. The Community Development Department is hereby created shall be 

responsible for building code enforcement and the official in charge thereof Community Development 

Director shall be known as the building official. The function of the agency shall be the implementation, 

administration and enforcement of the provisions of this code. 

 

R103.2 Appointment. The building official shall be appointed by the chief appointing authority of the 

jurisdiction the Community Development Director. 

 

SECTION R105 

PERMITS 

 

R105.1.1 Manufactured and prefabricated construction. Manufactured and prefabricated 

construction shall meet all of the code provisions for standard construction. 
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R105.2 Work exempt from permit. Exemption from permit requirements of this code shall not be deemed 

to grant authorization for any work to be done in any manner in violation of the provisions of this code or 

any other laws or ordinances of this jurisdiction. Permits shall not be required for the following: 

Building: 

1. Other than storm shelters, one-story detached accessory structures, used as tool and storage sheds, 

playhouses and similar uses provided that the floor area does not exceed 200 64 square feet (18.58 

5.95 m2).  

2. Fences not over 7 feet (2134 mm) high. 

3. Retaining walls that are not over 4 feet (1219 mm) in height measured from the bottom of the 

footing to the top of the wall, unless supporting a surcharge. 

4. Water tanks supported directly upon grade if the capacity does not exceed 5,000 gallons (18 927 

L) and the ratio of height to diameter or width does not exceed 2 to 1. 

5. Sidewalks and driveways. 

6. Painting, papering, tiling, carpeting, cabinets, counter tops and similar finish work. 

7. Prefabricated swimming pools that are less than 24 inches (610 mm) deep. 

8. Swings and other playground equipment accessory to a one- and two-family dwelling, public park 

and other similar recreational areas.  

9. Window awnings supported by an exterior wall that do not project more than 54 inches (1372 mm) 

from the exterior wall and do not require additional support. 

10. Decks not exceeding 200 square feet (18.58 m2) in area, that are not more than 30 inches (762 

mm) above grade at any point, are not attached to a dwelling or townhouse and do not serve the exit 

door required by Section R318.4. 

 

R105.5 Expiration. Every permit issued shall become invalid unless the work authorized by such permit is 

commenced within be valid for a period of 180 days after its issuance or after commencement of work if 

more than 180 days pass between inspections. The building official is authorized to grant, in writing, one or 

more extensions of time, for periods not more than 180 days each. The extension shall be requested in 

writing and justifiable cause demonstrated. 

Exception: A permit for a new principal building or an addition thereto shall be valid for a period of 

twelve (12) months from the date of issuance. 

 

R105.6 Suspension or revocation. The building official is authorized to suspend or revoke a permit issued 

under the provisions of this code wherever the permit is issued in error or on the basis of incorrect, inaccurate 

or incomplete information, or in violation of any ordinance or regulation or any of the provisions of this 

code, or for failure to schedule and pass the inspections required by the permit. Once a building permit has 

been suspended or revoked, it shall only be reinstated with the approval of the building official and with the 

payment of fees as set forth in Chapter 6, Article 13, of the Carol Stream Municipal Code. No further 

inspections shall be performed by the Village until the permit is reinstated. 

 

SECTION R106 

CONSTRUCTION DOCUMENTS 

 

R106.1 Submittal documents. Submittal documents consisting of construction documents, and other data 

shall be submitted in two or more sets, or in a digital format where allowed by the building official, with 

each application for a permit. The construction documents shall be prepared by a registered design 

professional where required by the statutes of the jurisdiction in which the project is to be constructed. 

Where special conditions exist, the building official is authorized to require additional construction 
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documents to be prepared by a registered design professional. Plans for new houses, second floor additions, 

additions over 300 square feet, or any change to a building with structural design methods of construction 

not specified in the International Residential Code shall be prepared by or under the supervision of a person 

registered as an architect or structural engineer by the State of Illinois, and bearing the seal and signature of 

such person. Plans shall be drawn to scale and shall be of sufficient clarity to indicate the nature and extent 

of the work proposed and shall show in detail that it will conform to the provisions of this code and all 

relevant laws, ordinances, rules and regulations. Plans shall include a site plan or plat of survey drawn to 

scale showing the location of all easements, drainage facilities, adjacent grades, property lines, the proposed 

building and every existing building and structure on the property. 

Exceptions:  

1. The building official is authorized to waive the submission of construction documents and 

other data not required to be prepared by a registered design professional if it is found that 

the nature of the work applied for is such that reviewing of construction documents is not 

necessary to obtain compliance with this code. 

2. Plans drawn to scale for changes to the structure or portion thereof that do not alter, change 

or add to the structural elements of the building shall not be required to have an architect or 

structural engineer’s seal, unless required by the building official. Such changes and plans not 

requiring an architect or structural engineer’s seal shall include finished basements, garage 

conversions, sheds less than 168 square feet, detached and attached decks, patios, gazebos and 

three-season rooms added to decks or patios. 

 

SECTION R108 

FEES 

 

R108.2 Schedule of permit fees. On buildings, structures, electrical, gas, mechanical and plumbing systems 

or alterations requiring a permit, a fee for each permit shall be paid as required, in accordance with the 

schedule as established by the applicable governing authority Fees and Securities for Construction and New 

Development as set forth in Chapter 6, Article 13 of the Village Code. 

 

R108.5 Refunds. The building official is authorized to establish a refund policy. The building official shall 

not authorize the refunding of any fee paid, except upon written request filed by the permit applicant within 

180 days after the date of fee payment. Permit fees shall not be refunded for costs already incurred by the 

Village, including but not limited to plan review fees, restocking fees for water meters and fees collected and 

paid to other entities. 

 

R108.6 Work commencing before permit issuance. Any person who commences work requiring a permit 

on a building, structure, electrical, gas, mechanical or plumbing system before obtaining the necessary 

permits shall be subject to a penalty fee established by the applicable governing authority that Fees and 

Securities for Construction and New Development as set forth in Chapter 6, Article 13 of the Village Code, 

which shall be in addition to the required permit fees.  

 

SECTION R112 

MEANS OF APPEALS 

 

R112.1 General. In order to hear and decide appeals of orders, decisions or determinations made by the 

building official relative to the application and interpretation of this code, there shall be and is hereby created 

a board of appeals. The board of appeals shall be appointed by the applicable governing authority and shall 
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hold office at its pleasure. The board shall adopt rules of procedure for conducting its business, and shall 

render all decisions and findings in writing to the appellant with a duplicate copy to the building official. 

 

R112.3 Qualifications. The board of appeals shall consist of members who are qualified by experience and 

training on matters pertaining to the provisions of this code and are not employees of the jurisdiction the 

President and Board of Trustees of the Village of Carol Stream. The Village President shall serve as chairman 

and the Village Clerk shall serve as secretary. The secretary shall file a detailed record of all proceedings in 

the office of the Village Manager. 

 

R112.5 Fees. Fees for appeal hearings shall be in accordance with the Fees and Securities for Construction 

and New Development as set forth in Chapter 6, Article 13 of the Village Code. 

 

R112.6 Jurisdiction. The Board of Appeals shall have no jurisdiction to hear an appeal when the facts and 

issues raised in the application for appeal are the subject of a quasi-criminal complaint brought in the name 

of the Village charging a violation of the Code of Ordinances of the Village. The filing of such a complaint 

shall constitute a determination that a decision of the building official, refusing to grant a modification of 

the provisions of this code, is correct. Any appeal pending at the time of filing of such a complaint shall be 

dismissed for want of jurisdiction. 

 

SECTION R113 

VIOLATIONS 

 

R113.4 Violation penalties. Any person who violates a provision of this code or fails to comply with any 

of the requirements thereof or who erects, constructs, alters or repairs a building or structure in violation of 

the approved construction documents or directive of the building official, or of a permit or certificate issued 

under the provisions of this code, shall be subject to penalties as prescribed by law. guilty of a code violation, 

punishable by a fine of not less than one hundred and fifty dollars ($150.00) nor more than fifteen hundred 

dollars ($1,500.00) for each separate offense. Each day that a violation continues after due notice has been 

served shall constitute a separate offense. In addition to a fine, the court may impose a period of conditional 

discharge as defined in 730 ILCS 5/5-1-4 or court supervision as defined in 730 ILCS 5/5-1-21 of the 

Criminal Code for a period of up to six (6) months, an order of restitution, an order to perform community 

service, an order to complete an education program and/or any other appropriate penalties or conditions 

authorized in any section of this code or ordinance or any conditions for conditional discharge set forth in 

730 ILCS 5/5-6-3 or for court supervision in 730 ILCS 5/5-6-3.1 as the foregoing are amended from time to 

time. 

 

SECTION R114 

STOP WORK ORDER 

 

R114.4 Failure to comply. Any person who shall continue any work after having been served with a 

stop work order, except such work as that person is directed to perform to remove a violation or unsafe 

condition, shall be subject to fines established by the authority having jurisdiction liable for a fine of 

not less than one hundred and fifty dollars ($150.00) or more than fifteen hundred dollars ($1,500.00). 

Each day that a violation continues after due notice has been served shall constitute a separate offense. 
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   AMENDMENTS TO CHAPTER 2 
 

 

CHAPTER 2 

DEFINITIONS 
 

SECTION R201 

GENERAL 

 

201.4 Terms not defined. Where terms are not defined through the methods authorized by this section, such 

terms shall have ordinarily accepted meanings such as the context implies or the definition in the current 

version of the Merriam-Webster Dictionary. 
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AMENDMENTS TO CHAPTER 3 
  

 

CHAPTER 3 

BUILDING PLANNING 
 

SECTION R301 

DESIGN CRITERIA 

 

TABLE R301.2(1) 

CLIMATIC AND GEOGRAPHIC DESIGN CRITERIA 

 

Ground Snow Load 25 

Wind Speed (mph) 115 

Topographic Effects No 

Special wind region No 

Wind-borne debris zone No 

Seismic Design Category A 

Weathering Severe 

Frost line depth 42 inches 

Termite Moderate to heavy 

Ice Shield Underlayment Yes 

Flood Hazard Visit the following website: 

https://www.floodsmart.gov/ 

Air Freezing Index 2000 

Mean Annual Temperature 50 degrees 

 

MANUAL J DESIGN 

 

Elevation 785 

Latitude 41 

Winter heating 5 

Summer cooling  91 

Altitude correction 0.97 

Indoor design temperature 72 

Design temperature cooling 75 

Heating temperature 

difference 

70 

https://www.floodsmart.gov/
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Cooling temperature 

difference 

19 

Wing velocity heating 15 

Wind velocity cooling 7.5 

Coincident wet bulb 76 

Daily range M 

Winter humidity 40 

Summer humidity 47 

 

SECTION R308 

SITE ADDRESS 

 

R308.1 Address identification. Buildings shall be provided with approved address identification. The 

address identification shall be legible and placed in a position that is visible from the street or road fronting 

the property. Address identification characters shall contrast with their background. Address numbers shall 

be Arabic numbers or alphabetical letters. Numbers shall not be spelled out. Each character shall be not less 

than 4 6 inches (102 152.4 mm) in height with a stroke width of not less than 0.5 inch (12.7 mm). Where 

required by the fire code official, address identification shall be provided in additional approved locations 

to facilitate emergency response. Where access is by means of a private road and the building address cannot 

be viewed from the public way, a monument, pole or other sign or means shall be used to identify the 

structure. Address identification shall be maintained. 

R308.1.1 Lot numbers. Buildings under construction shall have the lot number or address posted in a 

conspicuous place on the property and shall be clearly visible from the street. 

 

SECTION R312 

MINIMUM ROOM AREAS 

 

R312.1 Minimum area. Habitable rooms shall have a floor area of not less than 70 100 square feet (6.5 9.29 

m2). In addition, except as otherwise provided by ordinance, minimum room sizes for uses specified 

hereinafter shall meet the standards specified below. 

Exception: Kitchens 

Living, Dining And Cooking Rooms: 
Minimum Area 

(square feet) 

Living room only 180 

Dining room only 100 

Kitchen (includes area occupied by equipment) 100 

Living-dining (one room) 260 

Living-dining-kitchen (one room) 340 

Kitchen-dining (one room) 180 

Sleeping Rooms: 
Minimum Area 

(square feet) 

Master bedroom (excluding closet) 120 

Bedrooms (excluding closets) 100 
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Bedroom Closets: Each bedroom shall have at least one clothes closet having minimum 

dimensions of: 

Floor area ...........................7 square feet. 

Depth ..................................2 feet. 

Height .................................6 feet. 

 

R312.2 Minimum dimensions. Habitable rooms shall not be less than 7 feet (2134 mm) in any horizontal 

dimension. 

Exception: Kitchens. 

 

R312.4 Interior doors. A door shall be provided for each opening to a bedroom, bathroom, and toilet 

compartment. The minimum interior door size shall be two feet four inches wide by six feet eight inches high. 

 

SECTION R315 

SLEEPING LOFTS 

 

R315.2 Sleeping loft limitations. Sleeping lofts shall comply with the following conditions: 

1. The sleeping loft floor area shall be less than 70 100 square feet (6.5 9.29 m2). 

2. The sleeping loft ceiling height shall not exceed 7 feet (2134 mm) for more than one-half of the 

sleeping loft floor area. 

 

SECTION R318 

MEANS OF EGRESS 

 

R318.1 Means of egress. Dwelling units shall be provided with a means of egress in accordance with this 

section. The means of egress shall provide a continuous and unobstructed path of vertical and horizontal 

egress travel from all portions of the dwelling unit to the required egress doors without requiring travel 

through a garage. The required egress doors shall open directly into a public way or to a yard or court that 

opens to a public way. 

 

R318.2 Egress door. Not less than At least one two egress doors shall be provided for each dwelling unit. 

Egress doors shall consist of a primary exit door and at least one secondary exit door. The sliding door at a 

patio or deck can be used as one of the required means of egress. The primary egress door shall be side-

hinged, and shall provide a clear width of not less than 32 inches (813 mm) where measured between the 

face of the door and the stop, with the door open 90 degrees (1.57 rad). The clear height of the door opening 

shall be not less than 78 inches (1981 mm) in height measured from the top of the threshold to the bottom 

of the stop. Other doors shall not be required to comply with these minimum dimensions. Egress doors shall 

be readily openable from inside the dwelling unit without the use of a key or special knowledge or effort. 

 

SECTION R326 

SANITATION 

 

R326.1.1 Prohibited bathroom arrangements. 

1. No bath or toilet room shall open directly into a kitchen. 

2. No bath or toilet room shall provide the sole access to any other room.  

3. No bath or toilet room in a basement shall serve as the only bath or toilet room in a living unit. 
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SECTION 333 

SAFEGUARDS DURING CONSTRUCTION 

 

328.1 Barrier requirement. When required by the building official, the demolition or construction of a 

principal building or structure, or part thereof, shall require the installation of a safety and security fence, 

with a latching gate, enclosing the work area. When required, the permit applicant shall submit a site plan 

illustrating how the barrier shall be provided. The barrier shall be maintained in an upright, stable and secure 

condition and the gate shall be closed whenever the site is unattended. 
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CHAPTER 4 

FOUNDATIONS 
 

SECTION R402 

MATERIALS 

 

R402.1 Wood foundations. Deleted in its entirety. 

 

SECTION R403 

FOOTING 

 

R403.1 General. All exterior walls shall be supported on continuous solid or fully grouted masonry or 

concrete footings, crushed stone footings, wood foundations, or other approved structural systems that shall 

be of sufficient design to accommodate all loads according to Section R301 and to transmit the resulting 

loads to the soil within the limitations as determined from the character of the soil. Footings shall be 

supported on undisturbed natural soils or engineered fill. Concrete footing shall be designed and constructed 

in accordance with the provisions of Section R403 or in accordance with ACI 332. Crushed stone footings, 

rubble stone footings, and footings for wood foundations shall not be permitted.  

 

SECTION R404 

FOUNDATION AND RETAINING WALLS 

 

R404.1.6 Height above finished grade. Concrete and masonry foundation walls shall extend above the 

finished grade adjacent to the foundation at all points not less than 4 inches (102 mm) where masonry 

veneer is used and not less than 6 inches (152.4 mm) elsewhere. 

 

R404.4.1 Retaining Walls Design. Retaining walls greater than twenty-four inches (24”) in height shall 

be designed by an Illinois licensed design professional. 

 

SECTION R406 

FOUNDATION WATERPROOFING AND DAMPPROOFING 

 

R406.3 Damp proofing for wood foundations. Deleted in its entirety. 

 

 

 

 

 

 

 

 

AMENDMENTS TO CHAPTER 4 
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CHAPTER 11 

ENERGY EFFICIENCY 
 

Chapter 11 

Energy Efficiency 

 

Chapter 11 Energy Efficiency. Deleted in its entirety. Refer to the Illinois Energy Conservation Code 

(current edition). 

 

 

 

 

 

 

AMENDMENTS TO CHAPTER 11 – ENERGY CONSERVATION 
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CHAPTER 24 

FUEL GAS 
 

SECTION R2415 

PIPING SYSTEM INSTALLATION 

 

G2415.2 CSST. CSST piping systems shall be installed in accordance with the terms of their 

approval, the conditions of listing, the manufacturer’s instructions and this code. Corrugated 

Stainless Steel Tubing (CSST) shall not be permitted. 
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PART VII 

PLUMBING 
 

Part VII (Chapters 25-31) – Plumbing shall be deleted in its entirety. For plumbing 

requirements refer to the Illinois Plumbing Code as amended and adopted by the Village of 

Carol Stream. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

AMENDMENTS TO CHAPTERS 25-31 – PLUMBING 
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CHAPTER 34 

ELECTRICAL GENERAL REQUIREMENTS 
 

SECTION E3401 

GENERAL 

 

E3401.1 Applicability. The provisions of Chapters 34 through 43 shall establish the general scope 

of the electrical system and equipment requirements of this code. Chapters 34 through 43 cover 

those wiring methods and materials most commonly encountered in the construction of one- and 

two-family dwellings and structures regulated by this code. Other wiring methods, materials and 

subject matter covered in NFPA 70 are also allowed by this code. Where any wiring method or 

material permitted by NFPA 70 National Electrical Code (2023) is prohibited by these 

amendments, such wiring method or materials shall be considered to be prohibited when referred 

to in any section or provision of NFPA 70 National Electrical Code (2023). 

 

SECTION E3406 

ELECTRICAL CONDUCTORS AND CONNECTIONS 

 

E3406.2 Conductor material. Conductors used to conduct current shall be of copper-clad 

aluminum or copper-aluminum except as otherwise provided in Chapters 34 through 43. If the 

conductor material is not specified, the material and the sizes given in these chapters shall apply 

to copper conductors. If other materials are used, the conductor sizes shall be changed accordingly. 

Conductors of size 4/0 AWG and smaller shall be copper. (110.5) 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

AMENDMENTS TO CHAPTER 34 ELECTRICAL GENERAL 

REQUIREMENTS 
 

 



Village of Carol Stream 
Local Amendments to ICC International Residential Code, 2024 Edition 

 

 

15 

 
 

CHAPTER 36 

ELECTRICAL SERVICES 
 

SECTION E3601 

GENERAL SERVICES 

 

E3601.6.2 Service disconnect location. The service disconnecting means shall be installed at a 

readily accessible location either outside of a building or inside nearest the point of entrance of the 

service conductors. The service disconnect shall be located no more than five feet from the meter, 

inside or outside the building or structure. The service disconnect shall be located no more than 

six feet above grade or finished floor. Service disconnecting means shall not be installed in 

bathrooms. Each occupant shall have access to the disconnect serving the dwelling unit in which 

they reside. [230.70(A)(1)(2), 230.72(C)] 
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CHAPTER 37 

ELECTRICAL BRANCH CIRCUITS AND FEEDER 

REQUIREMENTS 
 

SECTION E3703 

REQUIRED BRANCH CIRCUITS 

 

E3703.8 Sump Pump Branch Circuits. In addition to the number of branch circuits required 

by other parts of this section, at least one branch circuit shall be provided to supply the necessary 

loads to the sump pump(s) in accordance with the manufacturer’s requirements. This circuit 

shall have no other outlets. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

AMENDMENTS TO CHAPTER 37 – ELECTRICAL BRANCH 

CIRCUITS AND FEEDER REQUIREMENTS 
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CHAPTER 38 

ELECTRICAL WIRING METHODS 

 

SECTION E3801 

GENERAL REQUIREMENTS 

 

E3801.2 Allowable wiring methods. The allowable wiring methods for electrical installations 

shall be those listed in Table E3801.2. Single conductors shall be used only where part of one of 

the recognized wiring methods listed in Table E3801.2. As used in this code, abbreviations of the 

wiring-method types shall be as indicated in Table E3801.2, except where such methods have been 

prohibited by these amendments. [110.8 and 300.3(A)] 

E3801.2.1 Prohibited wiring methods. The following wiring methods are prohibited: 

Armored cable (AC), Metal-clad cable (MC), Nonmetallic sheathed cable (NM), Reinforced 

thermosetting resin conduit (RTRC), service entrance cable (SE), underground service cable 

(USE) and manufactured wiring systems.  

E3801.2.2 Limited wiring methods. The following wiring methods are limited in use as 

indicted:  

1. Rigid polyvinyl chloride conduit (PVC) is limited to exterior underground use only. All 

below grade nonmetallic conduit shall transition to metal conduit before the riser and the 

riser shall be metal.  

2. Underground feeder cable (UF)is limited for use underground, including direct burial in 

the earth. The cable shall transition to metal conduit before the riser and the riser shall be 

metal.  

3. Electrical non-metallic tubing (ENT) and fittings are limited for the sole purpose of 

encapsulating a fiber optic cable and low voltage wiring.  ENT shall not be used in any 

other application. 

4. Flexible metal conduit (FMC) shall be limited to no more than six feet (6’) in length, 

unless otherwise approved by the building code official.   

5. Liquid tight flexible conduit (LFC) shall be limited to no more than six feet (6’) in length 

unless otherwise approved by the building code official. Non-metallic LFC is prohibited.   

 

SECTION E3803 

UNDERGROUND INSTALLATION REQUIREMENTS 

 

E3803.1 Minimum cover requirements. Direct buried cable or raceways shall be installed in 

accordance with the minimum cover requirements of Table E3803.1. Aluminum conduit shall not 

be permitted to be installed in concrete or in direct contact with the earth. Any conduit installed in 

concrete at or below grade shall be rigid metal conduit, intermediate metal conduit or plastic. All 

below grade installation shall have a ground conductor. All below grade nonmetallic conduit shall 

transition to metal conduit before the riser and the riser shall be metal. [300.5(A)] 

 

 

 

AMENDMENTS TO CHAPTER 38 – ELECTRICAL WIRING 

METHODS  
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CHAPTER 39 

ELECTRICAL POWER AND LIGHTING DISTRIBUTION 
 

SECTION E3904 

GENERAL INSTALLATION REQUIREMENTS 

 

E3904.1 Electrical continuity of metal raceways, cable armor and enclosures. Metal raceways, 

cable armor and other metal enclosures for conductors shall be mechanically joined together into 

a continuous electric conductor and shall be connected to all boxes, fittings and cabinets so as to 

provide effective electrical continuity. Raceways and cable assemblies shall be mechanically 

secured to boxes, fittings cabinets and other enclosures. Non-metallic boxes, fittings, panelboards, 

and cabinets shall not be permitted. (300.10) 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

AMENDMENTS TO CHAPTER 39 – ELECTRICAL POWER AND 

LIGHTING DISTRIBUTION 
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CHAPTER 40 

ELECTRICAL DEVICES AND LUMINAIRES 

 

SECTION E4001 

SWITCHES 

 

E4001.2.1 CO/ALR snap switches. Snap switches rated 20 amperes or less directly connected 

to aluminum conductors shall be marked CO/ALR CO/ALR snap switches shall not be 

permitted. [404.14(C)] 
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AMENDMENTS TO APPENDICES AA THROUGH NL 
 

 

The following appendices are hereby adopted as part of the Residential Code of the 

Village of Carol Stream.  

 

APPENDIX BE 

RADON CONTROL METHODS AND THE ILLINOIS RADON ACT 

 

APPENDIX BF 

PATIO COVERS 

 

APPENDIX BG 

SOUND TRANSMISSION 

 

APPENDIX BO 

EXISTING BUILDINGS AND STRUCTURES 
 


